






Design No. U411
February 18, 2015 

Nonbearing Wall Rating — 2 HR. 

* Indicates such products shall bear the UL or cUL Certification Mark for jurisdictions employing the UL or cUL Certification 
(such as Canada), respectively. 

1. Floor and Ceiling Runner — (Not Shown) — Min. 25 MSG galv steel, 1 in. return legs, 2-1/2 in. deep 
(min), attached to floor and ceiling with fasteners 24 in. OC max. 
2. Steel Studs — Min 2-1/2 in. deep, formed of min 25 MSG galv steel max stud spacing 24 in. OC. 
Studs to be cut 3/4 in. less than assembly height.
3. Batts and Blankets* — (Optional) — Mineral wool or glass fiber batts partially or completely filling stud 
cavity. 

4. Gypsum Board* — 5/8 in. thick, outer layer paper, glass mat or vinyl surfaced. (Laminated System) 
Gypsum board applied vertically in two layers. Inner layer attached to studs with 1 in. long Type S steel 
screws spaced 8 in. OC along vertical edges, and 12 in. OC in the field and outer layer laminated to inner 
layer with joint compound, applied with a notched spreader producing continuous beads of compound 
about 3/8 in. in diameter, spaced not greater than 2 in. OC. Joints of laminated outer layer offset 12 in. 
from inner layer joints Outer layer gypsum board attached to floor and ceiling runner track with 1-5/8 in. 
long Type S steel screws spaced 12 in. OC. 

Optional, (Direct Attached System), Inner layer attached to studs with 1 in. long Type S steel screws 
spaced 16 in. OC in the field and along the vertical edges. Outer layer attached to the studs over the 
inner layer with 1-5/8 in. long Type S steel screws spaced 16 in. OC in the field and along the vertical 
edges and 12 in. OC to the floor and ceiling runners. Joints of screw-attached outer layer offset from inner 
layer joints. Joints of outer layer may be taped or untaped. 

Nom 3/32 in. thick gypsum veneer plaster may be applied to the entire surface of classified veneer 
baseboard. Joints reinforced. 
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REVISIONS

No. Description Date E-001

ELECTRICAL GENERAL NOTES AND LEGEND

TRG JFF10/01/15

528A7-14-701
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5642



o
n
e
 
e
ig
h
th
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

0
4

8
1
6

o
n
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e
 
fo
o
t

0
4

8

th
re
e
 
e
ig
th
s 
in
c
h
 
=
 
o
n
e
 
fo
o
t

0
4

o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

0
4

th
re
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e
 
fo
o
t

6
"
 
 
 
0

 
 
 
 
2

o
n
e
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

6
"
 
 
 
 
0

 
 
 
 
 
 
 
 
 
 
 
2

o
n
e
 
a
n
d
 
o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

6
"
 
 
 
 
 
 
 
0

 
 
 
 
 
 
 
 
1

th
re
e
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

6
"

VA FORM 08-6231. Oct 1978
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REVISIONS

No. Description Date E-601

ELECTRICAL SCHEDULES

TRG JFF10/01/15

528A7-14-701

1

5643

LIGHTING LEVELS

ROOM TARGET AVERAGE (FC)

VETERAN ASSISTANCE C195 40

PRIVATE INTERVIEW C196 40
OFFICE C137 40

OFFICE CUBICLES C138 40
OFFICE C154 40

A.O.D. OFFICE C104 40
MY HEALTH E-VET C102 40

MISC. OFFICE C100 40
EXAM D119 50

INTERVIEW D120 40
WAITING D122 30

INTERVIEW/OFFICE D121 40
WAITING AREA AND MAIN LOBBY 20

NOTES:
1. TARGET AVERAGE VALUES BASED ON VA ELECTRICAL DESIGN
MANUAL, APPENDIX A

2. CONTRACTOR TO USE ACTUAL FIELD MEASUREMENTS TO
ADJUST AVERAGE LIGHTING LEVELS TO AN ACCEPTABLE LEVEL
AS DIRECTED BY THE COR.

SEE E-001 FOR  GENERAL ELECTRICAL NOTES AND LEGENDS

SEE E-602 FOR ADDITIONAL PANEL SCHEDULES
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SEE E-001 FOR  GENERAL ELECTRICAL NOTES AND LEGENDS
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SCALE:  1/4" = 1'-0"1
1ST FLOOR ELECTRICAL DEMO PLAN - AREA 'D'

ED102

ELECTRICAL
DEMOLITION PLAN

TRG JFF

1

10/01/15

528A7-14-701

5646

SEE E-001 FOR  GENERAL ELECTRICAL NOTES AND LEGENDS
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SCALE:  1/4" = 1'-0"1
1ST FLOOR REFLECTED CEILING LIGHTING PLAN - AREA 'A'
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 1/32" = 1'-0"

KEY PLAN3

528A7-14-701

SCALE: 1/4" = 1'-0"2
1ST FLOOR REFLECTED CEILING LIGHTING PLAN - AREA 'B'

5647

SEE E-001 FOR  GENERAL ELECTRICAL NOTES AND LEGENDS

SEE EL102 FOR EL SERIES GENERAL AND KEYED NOTES

SEE E-601 FOR LIGHTING AND PANEL SCHEDULES
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SCALE:  1/4" = 1'-0"1
1ST FLOOR REFLECTED CEILING LIGHTING PLAN - AREA 'D'
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SEE E-001 FOR  GENERAL ELECTRICAL NOTES AND LEGENDS

SEE E-601 FOR LIGHTING AND PANEL SCHEDULES

SCALE:  1/4" = 1'-0"

1ST FLOOR REFLECTED CEILING LIGHTING PLAN - AREA 'C'
SCALE:  1/4" = 1'-0"2
1ST FLOOR REFLECTED CEILING LIGHTING PLAN - AREA 'C'

N
O

R
TH

 1/32" = 1'-0"

KEY PLAN4

SCALE:SCALE:  N.T.S.3
OFFICE LIGHT FIXTURE DIMMING CONTROL SCHEMATIC







T-001

BUSINESS OFFICE RENOVATIONCOMMUNICATIONS, DATA,  & SECURITY
GENERAL NOTES AND LEGEND

TRG CGR10/01/15

528A7-14-701

Department of
Veterans Affairs
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BUSINESS OFFICE RENOVATIONELECTRONIC ACCESS CONTROL
WIRING DIAGRAM

TRG CGR10/01/15

528A7-14-701

REVISIONS

No. Description Date

SCALE:   NONE1
TYPICAL CARD READER 2 DOOR ACCESS RISER

1

5656

SCALE:   NONE2
TYPICAL CARD READER 1 DOOR ACCESS RISER


